
Sl. No. PQ Criteria reference Clause Amended/ to be read as

P-6-1 3.3.1.2. b.Shafts (i): 

Construction of two surge shafts, out of which one shall be complete with 

minimum dia and ht of 16m and 75m respectively

3.3.1.2. b.Shafts (i):

" Construction of two surge shafts, out of which one shall be complete 

with minimum diameter  and height of 16m and 54 m respectively".

P-6-2 3.3.1.3 

(b) (ii) Specific Experience

Experience of two (02) works in Design, Manufacture, Fabrication,

Erection, Testing and Commissioning embedded type Steel Liner, of which

one should have been completed successfully in the preceding 15 years

and one of the Steel Liners should satisfy the following parameters:

D x H > 1350,

and

Head ≥ 200 m

Clause no 3.3.1.3

(b) (ii) Specific Experience 

"Experience of two (02) works in Design, Manufacture, Fabrication,

Erection, Testing and Commissioning embedded type Steel Liner, of

which one should have been completed successfully in the preceding 15

years and one of the Steel Liners should satisfy the following parameters: 

D x H ≥ 1350, 

and  

Head ≥ 110 m ".
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